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Section 506.3

Question:

Isit the intent of the code to require rigid duct for makeup/supply air serving atype Il hood?
Answer
No, rigid duct is not required for the makeup air. With that said, the duct must be suitable (listed) for the use.

Commentary:

None.

Notice:

The Building Officials Association of Florida, in cooperation with the Florida Building Commission, the Florida
Department of Business & Professional Regulation, ICC, and industry and professional experts offer this
interpretation of the Florida Building Code in the interest of consistency in their application statewide. This
interpretation is informal, non-binding and subject to acceptance and approval by the local building official.



